Water Testing Laboratory
Augmentation Water Supply Scheme
Nagar Palik Nigam, Bilaspur (C.G.)
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A Physicla Test
1 Temprature °C : 3
2 Turblijdity N.T.U. 1.0 5.0 Part 10 0°:'89
3 Colour Hazen 5.0 15.0 Part 4
B Taste - Agreeable | Agreeable Part7 & 8
5 Odour - Agreeable | Agreeable Part 5
B Chemical Test
6 |opH pH Scale  |651085 | No relaxation |Pat11 | F-91-
7 Conductivity Micromh - - 58 i..
os/cm
8 Total (M.O.) mg/L 200 600 Part 23
Alkalinity (as) CaCO,
9 Chloride (as) Cl mg/L 250 1000 Part 32
10 Nitrate (as) NO, mg/L 45 No relaxation | Part 34
11 Sulphate (as) SO, mg/L 200 400 Part 24
12 Total hardness (as) CaCO, | mg/L 200 600 Part 21
13 Calcium (as) Ca mg/L 75 200 Part 40
14 Magnesium (as) mg mg/L 30 100 Part 46
15 Total Disscoved Solids mg/L 500 2000 ‘Part 46 50
16 Iron (as) Fe mg/L 0.30 No relaxation | Part 53
17 Fluoride (as) F mg/L 1.00 1.50 Part 60
18 Residual Chlorine ppm 0.20 0.20 Part 26 00
19 Cogulant Dose Jar Tests mg/L -
Cc Bacteriological Test
20 | Coliform Organisms MPN 24hr Ni 3
at 37°C f 100 ml "13”3 ! : /
21 Faecal Coliform per 100 ml
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